
2014 WATER REQUIREMENTS Lephalale/Steenbokpan delivery layout

Demand Centre

Requirement 

(Mm3/a) Losses (2%) Requirement + losses Peak Factor Q (Mm
3
/a)

Q                                  

(l/s)
PHASE 1 - piplines sized for Phase 1 requirements

Zeeland 9.4 0.188 9.6 1.2 11.51 364.84 Scenario 9 Feasibility

Matimba 3.6 0.072 3.672 1.2 4.41 139.73 Groottegeluk Mine 4.4 + 9.0 + 6.0 + 3.6 m3/a

Exarro 9.0 0.18 9.18 1.2 11.02 349.32 Mokolo: 4.4 IPP's

IPP's 4.4 0.088 4.488 1.2 5.39 170.78 Matimba 9.0 Exxaro

Medupi 6.0 0.12 6.12 1.2 7.34 232.88 3.6 Matimba

CF3&4 Mining 5.3 0.106 5.406 1.2 6.49 205.71 6.0 Medupi

Steenbokpan 15.7 0.314 16.014 1.2 19.22 609.36 12.39 From Mokolo: 23.0 m3/a

53.4 54.468 2072.60 878.06 Via exisiting pipeline: 5.3 m3/a

Water from Mokolo Dam 53.4 Via new pipeline: 17.7 m3/a

From Crocodile: 0.0 m3/a

0.0 l/s

1.60 Steenbokpan

920.12 15.70 m3/a Demand (m3/a): 17.7

609.36 l/s Design flow (l/s): 686.99

AAD (m3/a): 15.70 AAD (m3/a): 15.70 AAD (m3/a): 15.70 AAD (m3/a): 15.70 AAD (m3/a): 21.00 AAD (m3/a): 21.00 Diameter (mm): 800

Design flow (l/s): 609.36 Design flow (l/s): 609.36 Design flow (l/s): 609.36 Design flow (l/s): 609.36 Design flow (l/s): 815.07 Design flow (l/s): 815.07 Length (m): 1 940

Diameter (mm): 800 Diameter (mm): 800 Diameter (mm): 800 Diameter (mm): 800 Diameter (mm): 800 Diameter (mm): 900 Velocity (m/s): 1.36

Length (m): 1 400 Length (m): 6 858 Length (m): 8 533 Length (m): 11 698 Length (m): 3 590 Length (m): 8 176 Head loss (m): 4.12

Velocity (m/s): 1.20 Velocity (m/s): 1.20 Velocity (m/s): 1.20 Velocity (m/s): 1.20 Velocity (m/s): 1.61 Velocity (m/s): 1.29

Head loss (m): 2.35 Head loss (m): 11.49 Head loss (m): 14.30 Head loss (m): 19.60 Head loss (m): 10.68 Head loss (m): 13.66 13.97

866.08

1.63    STEENBOKPAN T- OFF

922.21 3.17 2.91 7.91 8.31 AAD (m3/a): 38.7

917.98 934.93 AAD (m3/a): 5.30 903.56 910.14 AAD (m3/a): 0.0 Design flow (l/s): 1502

Design flow (l/s): 205.71 Design flow (l/s): 0.0 Diameter (mm): 1000

Medupi 6.0 m3/a Length (m): 3 902

CF3&4 Mining From Mokolo via Matimba: 6.0 m3/a Velocity (m/s): 1.91

From Crocodile direct: 0.0 m3/a 15.44 Head loss (m): 12.43

0.0 l/s 863.46

AAD (m3/a): 38.7

Design flow (l/s): 1502
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Design flow (l/s): 1502

Diameter (mm): 1000

Zeeland water from Mokolo = 9.4 Length (m): 3 147

Velocity (m/s): 1.91

Note 1: Design flow = [{Demand x 10
9
 / (365 x 24 x 3600)} + losses] x 1.2 13.03 Head loss (m): 10.02

898.08

where : losses = 2% AAD (m3/a): 38.7

1.2 = "dam refill peak" allowance Design flow (l/s): 1502

Diameter (mm): 1000

Length (m): 936

Legend Velocity (m/s): 1.91

609      Design flow incl peaks & losses (l/s) PIPE LENGTHS GRAVITY MAINS 11.37 Head loss (m): 2.98

16      Annual Average Demand + losses (m³/a) 800 mm 34 019 m 918.02    ZEELAND WTW

900 mm 8 176 m AAD (m3/a): 38.7

7.43      Dinamic Pressure at node (bar) (min 1.5 bar required) 1000 mm 19 971 m Design flow (l/s): 1502

919.81      Elevation at node (m) 1100 mm 15 858 m Diameter (mm): 1000

Total length 78 024 m Length (m): 1 613

     Dams/Weirs Velocity (m/s): 1.91

PIPE LENGTHS PUMP MAINS 12.92 Head loss (m): 5.14

     Pipe node # 900 mm 5 695 m 907.34

Total length 5 695 m AAD (m3/a): 38.7

     Pipe section # Design flow (l/s): 1502

Diameter (mm): 1000

     Delivery pipeline Flow in existing pipeline from Mokolo Dam Length (m): 6 088

Demand from Zeeland and Matimba Velocity (m/s): 1.91

9.4 + 3.6 + 1.7 = 14.7 million m³/s AAD 13.82 Head loss (m): 19.39

917.54

AAD (m3/a): 38.7

Flow in new pipeline from Mokolo Dam Design flow (l/s): 1502

Demand (Steenbokpan, Medupi, Exxaro, IPP's) 38.7 Diameter (mm): 1000

Q (Mm
3
/a) with losses and PF 47.37 Length (m): 4 285

Q (l/s) 1502.05 Velocity (m/s): 1.91

2.40 Head loss (m): 13.64

AAD (m3/a): 38.7 1047.69    RIETSPRUITNEK

Design flow (l/s): 1502 AAD (m3/a): 38.7

Diameter (mm): 900 Design flow (l/s): 1502

Length (m): 5 695 Diameter (mm): 1100

Velocity (m/s): 2.25 Length (m): 15 858

Head loss (m): 21.65 0.20 Velocity (m/s): 1.58

Mokolo Dam 1100.85 Head loss (m): 30.78
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2014 WATER REQUIREMENTS Lephalale/Steenbokpan delivery layout

Demand Centre

Requirement 

(Mm3/a) Losses (2%) Requirement + losses Peak Factor Q (Mm
3
/a)

Q                               

(l/s)
PHASE 1 - pipelines optimized for Phase 2 requirements

Zeeland 9.4 0.188 9.6 1.2 11.51 364.84 Scenario 9 Feasibility

Matimba 3.6 0.072 3.672 1.2 4.41 139.73 Groottegeluk Mine 4.4 + 9.0 + 6.0 + 3.6 m3/a

Exarro 9.0 0.18 9.18 1.2 11.02 349.32 Mokolo: 4.4 IPP's

IPP's 4.4 0.088 4.488 1.2 5.39 170.78 Matimba 9.0 Exxaro

Medupi 6.0 0.12 6.12 1.2 7.34 232.88 3.6 Matimba

CF3&4 Mining 5.3 0.106 5.406 1.2 6.49 205.71 6.0 Medupi

Steenbokpan 15.7 0.314 16.014 1.2 19.22 609.36 12.38 From Mokolo: 23.0 m3/a

53.4 54.468 2072.60 878.06 Via exisiting pipeline: 5.3 m3/a

Water from Mokolo Dam 53.4 Via new pipeline: 17.7 m3/a

From Crocodile: 0.0 m3/a

0.0 l/s

5.90 Steenbokpan

920.12 15.70 m3/a Demand (m3/a): 17.7

609.36 l/s Design flow (l/s): 686.99

AAD (m3/a): 15.70 AAD (m3/a): 15.70 AAD (m3/a): 15.70 AAD (m3/a): 15.70 AAD (m3/a): 21.00 AAD (m3/a): 21.00 Diameter (mm): 800

Design flow (l/s): 609.36 Design flow (l/s): 609.36 Design flow (l/s): 609.36 Design flow (l/s): 609.36 Design flow (l/s): 815.07 Design flow (l/s): 815.07 Length (m): 1 940

Diameter (mm): 1 900 Diameter (mm): 1 100 Diameter (mm): 1 100 Diameter (mm): 1 100 Diameter (mm): 900 Diameter (mm): 900 Velocity (m/s): 1.37

Length (m): 1 400 Length (m): 6 858 Length (m): 8 533 Length (m): 11 698 Length (m): 3 590 Length (m): 8 176 Head loss (m): 4.13

Velocity (m/s): 0.21 Velocity (m/s): 0.64 Velocity (m/s): 0.64 Velocity (m/s): 0.64 Velocity (m/s): 1.28 Velocity (m/s): 1.28

Head loss (m): 0.03 Head loss (m): 2.23 Head loss (m): 2.77 Head loss (m): 3.80 Head loss (m): 5.91 Head loss (m): 13.47 13.97

866.08

5.70    STEENBOKPAN T- OFF

922.21 6.34 4.95 8.39 8.33 AAD (m3/a): 38.7

917.98 934.93 AAD (m3/a): 5.30 903.56 910.14 AAD (m3/a): 0.0 Design flow (l/s): 1502

Design flow (l/s): 205.71 Design flow (l/s): 0.0 Diameter (mm): 1000

Medupi 6.0 m3/a Length (m): 3 902

CF3&4 Mining From Mokolo via Matimba: 6.0 m3/a Velocity (m/s): 1.91

From Crocodile direct: 0.0 m3/a 15.44 Head loss (m): 12.43

0.0 l/s 863.46

AAD (m3/a): 38.7

Design flow (l/s): 1502
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Design flow (l/s): 1502

Diameter (mm): 1000

Zeeland water from Mokolo = 9.4 Length (m): 3 147

Velocity (m/s): 1.91

Note 1: Design flow = [{Demand x 10
9
 / (365 x 24 x 3600)} + losses] x 1.2 13.03 Head loss (m): 10.02

898.08

where : losses = 2% AAD (m3/a): 38.7

1.2 = "dam refill peak" allowance Design flow (l/s): 1502

Diameter (mm): 1000

Length (m): 936

Legend Velocity (m/s): 1.91

609      Design flow incl peaks & losses (l/s) PIPE LENGTHS GRAVITY MAINS 11.37 Head loss (m): 2.98

16      Annual Average Demand + losses (m³/a) 800 mm 1 940 m 918.02    ZEELAND WTW

900 mm 11 766 m AAD (m3/a): 38.7

7.43      Dinamic Pressure at node (bar) (min 1.5 bar required) 1000 mm 19 971 m Design flow (l/s): 1502

919.81      Elevation at node (m) 1100 mm 42 947 m Diameter (mm): 1000

1900 mm 1 400 m Length (m): 1 613

     Dams/Weirs Total length 78 024 m Velocity (m/s): 1.91

12.92 Head loss (m): 5.14

     Pipe node # PIPE LENGTHS PUMP MAINS 907.34

900 mm 5 695 m AAD (m3/a): 38.7

     Pipe section # Total length 5 695 m Design flow (l/s): 1502

Diameter (mm): 1000

     Delivery pipeline Length (m): 6 088

Flow in existing pipeline from Mokolo Dam Velocity (m/s): 1.91

Demand from Zeeland and Matimba 13.82 Head loss (m): 19.39

9.4 + 3.6 + 1.7 = 14.7 million m³/s AAD 917.54

AAD (m3/a): 38.7

Design flow (l/s): 1502

Flow in new pipeline from Mokolo Dam Diameter (mm): 1000

Demand (Steenbokpan, Medupi, Exxaro, IPP's) 38.7 Length (m): 4 285

Q (Mm
3
/a) with losses and PF 47.37 Velocity (m/s): 1.91

Q (l/s) 1502.05 2.40 Head loss (m): 13.64

AAD (m3/a): 38.7 1047.69    RIETSPRUITNEK

Design flow (l/s): 1502 AAD (m3/a): 38.7

Diameter (mm): 900 Design flow (l/s): 1502

Length (m): 5 695 Diameter (mm): 1100

Velocity (m/s): 2.25 Length (m): 15 858

Head loss (m): 21.65 0.20 Velocity (m/s): 1.58

Mokolo Dam 1100.85 Head loss (m): 30.78
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Lephalale/Steenbokpan delivery layout

2030 WATER REQUIREMENTS Longterm - Operating Reservoir, Combined Pipelines 15.6 + 13.2 + 9.4 + 3.6 m3/a

Scenario 9 Feasibility Matimba 0.0 IPP's

Groottegeluk Mine 6.5 Exxaro

Zeeland 9.2 0.184 9.4 1.2 11.26 357.08 3.6 Matimba

Matimba 3.6 0.072 3.672 1.2 4.41 139.73 3.94 __________19.15 9.4 Medupi

Exarro 13.2 0.264 13.464 1.2 16.16 512.33 878.06 _________878.06 From Mokolo: 19.5 m3/a

IPP's 15.6 0.312 15.912 1.2 19.09 605.48 756.8 l/s

Medupi 14.0 0.28 14.28 1.2 17.14 543.38 From Crocodile: 22.3 m3/a

CF3&4 Mining 10.0 0.2 10.2 1.2 12.24 388.13 865.53 l/s

Steenbokpan - Eskom 132.4 2.648 135.048 1.2 162.06 5138.81

198 201.96 7684.93 AAD (m3/a): 22.3 AAD (m3/a): 19.5

Water from Mokolo Dam 28.7 Design flow (l/s): 865.52 Design flow (l/s): 756.85

Water from Croc River 169.3 Diameter (mm): 800 Diameter (mm): 800

Length (m): 1 940 Length (m): 1 940

7.30 Steenbokpan Velocity (m/s): 1.71 Velocity (m/s): 1.50

920.12 132.40 m3/a Head loss (m): 6.50 Head loss (m): 5.06

5138.81 l/s

AAD (m3/a): 132.40 AAD (m3/a): 36.90 AAD (m3/a): 36.90 AAD (m3/a): 36.90 AAD (m3/a): 26.90 AAD (m3/a): 22.30

Design flow (l/s): 5138.81 Design flow (l/s): 1432.19 Design flow (l/s): 1432.19 Design flow (l/s): 1432.19 Design flow (l/s): 1044.06 Design flow (l/s): 865.53

Diameter (mm): 1 900 Diameter (mm): 1 100 Diameter (mm): 1 100 Diameter (mm): 1 100 Diameter (mm): 900 Diameter (mm): 900

Length (m): 1 400 Length (m): 6 858 Length (m): 8 532 Length (m): 11 699 Length (m): 3 590 Length (m): 8 176

Velocity (m/s): 1.80 Velocity (m/s): 1.50 Velocity (m/s): 1.50 Velocity (m/s): 1.50 Velocity (m/s): 1.63 Velocity (m/s): 1.36

Head loss (m): 1.81 Head loss (m): 11.94 Head loss (m): 14.85 Head loss (m): 20.36 Head loss (m): 9.53 Head loss (m): 15.00 5.75 20.81

866.08 866.25

7.27

922.21 6.52 3.40 4.48 2.90

917.98 934.92 903.56 910.14 AAD (m3/a): 4.600 AAD (m3/a): 19.5

AAD (m3/a): 10.00 Design flow (l/s): 178.539 Design flow (l/s): 756.85

Design flow (l/s): 388.13 CF3&4 Mining Medupi 14.0 m3/a Total Water Requirement Diameter (mm): 1000

9.4 m3/a From Mokolo via Matimba Length (m): 3 902

4.6 m3/a From Crocodile direct Velocity (m/s): 0.96

178.539 l/s Head loss (m): 3.22 21.40

AAD (m3/a): 169.30 863.46

Design flow (l/s): 6571.00 AAD (m3/a): 19.5

Demand Centre

Q                                 

(l/s)Q (Mm
3
/a)Peak FactorRequirement + losses

Losses 

(2%)

Requirement 

(Mm3/a)
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Diameter (mm): 2 300 Design flow (l/s): 756.85

Length (m): 26 127 Diameter (mm): 1000

Velocity (m/s): 1.57 Length (m): 3 147

Head loss (m): 20.47 Velocity (m/s): 0.96

Head loss (m): 2.59 18.26 AAD (m3/a): 0.0

898.08 Flow (l/s): 0.00

AAD (m3/a): 19.5

Design flow (l/s): 756.85

Diameter (mm): 1000

Length (m): 936

Velocity (m/s): 0.96 16.38

Head loss (m): 0.77 918.02

   ZEELAND WTW       

0.20 Operating Reservoir AAD (m3/a): 19.5 9.2 m3/a

1014.85 169.30 m3/a Design flow (l/s): 756.85 357.08 l/s

6571.00 l/s Diameter (mm): 1000

Length (m): 1 613

Velocity (m/s): 0.96

Legend Head loss (m): 1.33 17.55

5139      Design flow incl peaks & losses (l/s) PIPE LENGTHS GRAVITY MAINS Flow in existing pump main - Mokolo Dam to Wolvenfontein 907.34

132      Annual Average Demand + losses (m³/a) (Excluding pipelines supplying operational reservoir) AAD (m3/a): 19.5

DIAMETER PHASE1 PHASE2 TOTAL Capacity of existing pump main: 14.7 m3/a Design flow (l/s): 756.85

7.43      Dinamic Pressure at node (bar) (min 1.5 bar required) 800 mm 1 940 1940 3 880 m Capacity of proposed pump main: 38.7 m3/a Diameter (mm): 1000

919.81      Elevation at node (m) 900 mm 11 766 0 11 766 m Longterm yield from Mokolo Dam: 28.7 m3/a Length (m): 6 088

1000 mm 19 971 0 19 971 m Total Longterm volume pumped Mokolo Dam to Wolvenfontein: 28.7m3/a Velocity (m/s): 0.96

     Dams/Weirs 1100 mm 42 947 0 42 947 m Head loss (m): 5.02 17.05

1900 mm 1 400 0 1 400 m Flow in new gravity main from Mokolo Dam 917.54 AAD (m3/a): 9.2

     Pipe node # 2300 mm 0 26 127 26 127 m Availability from Mokolo Dam (Longterm Yield - Zeeland) 19.5 AAD (m3/a): 19.5 Flow (l/s): 357.08

Total length 78 024 28 067 106 091 m Q (Mm
3
/a) with 2% losses and 1.2 PF 23.87 Design flow (l/s): 756.85

     Pipe section # Q (l/s) 756.85 Diameter (mm): 1000

PIPE LENGTHS PUMP MAINS Length (m): 4 285

     Gravity Mains constructed during Phase 1 900 mm 5 695 m Velocity (m/s): 0.96

Total length 5 695 m Head loss (m): 3.53 4.63

     Gravity Mains constructed during Phase 2 RIETSPRUITNEK        1047.69

AAD (m3/a): 19.5

     Pump Mains Mokolo Dam to Wolvenfontein Note 1: Design flow = [{Demand x 10
9
 / (365 x 24 x 3600)} + losses] x 1.2 Design flow (l/s): 756.85

Diameter (mm): 1100

     Exisitng pipeline to Zeeland where : losses = 2% Length (m): 15 858

1.2 = "dam refill peak" allowance Velocity (m/s): 0.80

Mokolo Dam Head loss (m): 7.99
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Longterm Yield: 28.7 m3/a

AAD (m3/a): 28.7 0.20    WOLVENFONTEIN RESERVOIR

Design flow (l/s): 1113.93 1100.85

Length new (m): 5 695

30 31




	1 - Results pipes and nodes - Mokolo water & pipes sized for Phase1, Sc9
	2 - Results pipes and nodes - Mokolo water & Steenbokpan link optimised, Sc9
	3 - Results pipes and nodes - Longterm, Sc9
	4 - Mokolo Water Requirements schematic Layout - rev4

